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BEARING AREA

UNDISTURBED EARTH

MJ CAP W/ MEGALUG RESTRAINTCONCRETE BLOCKING PER
STANDARD DETAIL, 5W

THRUST BLOCK SIZE:

FOR 8" WATERMAIN USE 2'x3'

FOR 12" WATERMAIN USE 3'x4'

USE PRE-CAST THRUST BLOCK IN LOCATIONS THAT
THE WATER MAIN MAY BE EXTENDED IN THE FUTURE

1'

SERVICE SADDLE PER CPU
STANDARD DETAIL, 1W

3'

2" GALVANIZED PIPE (NIPPLE)
18" BELOW FINISHED GRADE

VALVE BOX (TYP)

EXTENSION PIECE

6" PVC (TYP)

LOCATE WIRE (TYP)

SERVICE SADDLE (TYP)

2"x4" BRASS NIPPLE

2" GATE VALVE, IRON BODY, SCREWED END2" GALVANIZED PIPE, 18"

2" GALVANIZED 90° BEND

36" MIN. COVER
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